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GENERAL NOTES:

A

B.

PUMP RM. #1

CENTRAL PLANT

VACANT

TYPICAL (19)

PUMP RM. #2

ROOM GO7 IS THE ONLY TELECOMMUNICATION SPACE IN BUILDING 33, IT
CONTAINS THE VOICE, DATA, VIDEO AND SECURITY HORIZONTAL CROSS—CONNECT
AND COMMON EQUIPMENT FOR ALL FLOORS.

WORK OF DIVISIONS 26, 27 AND 28 IS SHOWN ON THIS DRAWING.
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. SUPPORT NEW CABLES ON EXISTING OVERHEAD CABLE RACK.

. EXISTING CAMPUS BACKBONE PROVIDED UNDER PREVIOUS AUTHORIZATION.

EXISTING 3/4" PLYWOOD ON ALL WALLS FINISHED WITH WHITE PAINT FROM
FLOOR TO 96" AF.F. DO NOT MOUNT TO UNPAINTED PLYWOOD.

. INSTALL NEW RACK MOUNTED HARDWARE ON EXISTING EQUIPMENT RACK AND

TERMINATE HORIZONTAL CABLES. RE: E4.3-2.

. ROUTE CABLES TO TERMINATION HARDWARE ON BACK OF VERTICAL CABLE

MANAGERS. DO NOT ROUTE POWER CABLES IN VERTICAL MANAGERS.

PROVIDE
ADDITIONAL CABLE SUPPORT LEGS AS REQUIRED.

. EXISTING SLEEVES TO CABLE TRAY.

. SUPPORT NEW HORIZONTAL CABLES ON UL CLASSIFIED CABLE RUNWAY AS

SHOWN. VERIFY BONDING PROVIDED IN WORK BY PREVIOUS AUTHORIZATION.
PROVIDE CABLE SUPPORT LEGS AS REQUIRED.

. DEDICATED ELECTRICAL PANELBOARD FOR TELECOMMUNICATION EQUIPMENT.
. FIRESTOP SLEEVED PENETRATIONS OF TELECOMMUNICATION ROOM WALLS.
. COORDINATE INSTALLATION OF ELECTRICAL RECEPTACLES ON SIDE RAIL OF CABLE

RUNWAY.

TELECOMMUNICATIONS MAIN GROUNDING BUSBAR (TMGB) WITH 3/0 CONDUCTOR
TO ELECTRICAL SERVICE ENTRANCE. PROVIDE BONDING PER E3.3-5
INTRUSION DETECTION CONTROL PANEL. PROVIDE 1 CAT—6 OUTLET INSIDE
CABINET. RE: E3.3-4

EXISTING 12" WIDE, 4" DEEP WIRE MESH CABLE TRAY SYSTEM WITH BOTTOM
INSERT AND CABLE TRAY COVERS. USE TO SUPPORT COMMUNICATIONS AND
SECURITY CABLING UNLESS OTHERWISE NOTED.

EXISTING 4, 4" CONDUIT SLEEVES WITH BUSHINGS WITH BONDING CONDUCTOR
LUGS ON BOTH ENDS. BOND EXISTING CONDUCTOR TO BUSHINGS OF SLEEVES
PENETRATING FLOOR ABOVE. RE: E2.9-1

EXISTING 2" CONDUIT FOR HORIZONTAL CABLING ON GROUND LEVEL. PAINT
CONDUITS AND SUPPORTS TO MATCH CEILING. PROVIDE CABLING TO OUTLETS
SHOWN AND PULL STRING FOR FUTURE CABLE INSTALLATIONS.

EXISTING 6"X6"X4" JUNCTION BOX FOR HORIZONTAL CABLING ON GROUND LEVEL.

EXISTING OUTLET BOX FOR NETWORK CONNECTIVITY OF DDC CONTROLLER.
PROVIDE 1 CAT-6 CABLE.

EXISTING OUTLET BOX FOR NETWORK CONNECTIVITY OF DDC WORK STATION
COMPUTER. PROVIDE 2 CAT-6 CABLES.

EXISTING OUTLET BOX FOR WALL MOUNTED TELEPHONE. OWNER TO PROVIDE
INSTRUMENT.  PROVIDE 1 CAT-6 CABLE AND INSTALL FACE PLATE ON BOX.

INTRUSION DETECTION PANEL. COORDINATE WITH EXISTING CAMPUS WIDE
SYSTEM AND EXTEND TO INCLUDE MONITORING OF DEVICES IN BUILDING 33.

PROVIDE RACK MOUNTED VIDEO SURVEILLANCE EQUIPMENT AND CONNECTION TO
CAMPUS SINGLE MODE OPTICAL FIBER BACKBONE FOR CONNECTION TO BUILDING
67. COORDINATE WITH OWNER FOR WORK WITHIN BUILDING 67 TO EXTEND
ALARM AND VIDEO MONITORING TO EXISTING MONITORING FACILITY.

MOTION SENSOR MONITORING ACTIVITY IN ROOM GO7. COORDINATE WITH VIDEO
SURVEILLANCE AND INTRUSION DETECTION SYSTEMS.

FIRE ALRAM PANEL. PROVIDE OUTLET WITH 2 CAT—6 JACKS INSIDE CABINET.
RE: FP3.1-1

KEYPAD CONTROL PANEL FOR INTRUSION DETECTION SYSTEM.

NEW EQUIPMENT RACK AND VERTICAL MANAGER TO MATCH EXISTING.
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